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e Transformers

e Microturbines/Fuel Cells,
etc.

« PWM Converter

e Induction Motors

« Grid Sources
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The DER Concept for Utilities
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Distributed Energy Resource

Technologies

« Wind — Double Fed Induction Generators
 Photovoltaic

 Fuel Cells

 Microturbines

* Plug-In Hybrid Cars

o Storage: Batteries, Flywheels, Magnetic, etc.

Common Technical Characteristics

e Power Electronic Interface

* |nertialess Challenge and
e Current Limited Opportunity
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uGrid Analysis Tool

Desirable Characteristics

 Analysis Tool for DER Integrated Systems That Captures all Physical |
Phenomena.

e The distribution system may contain three-wire, four-wire and five-
wire circulits.

« The uGrid may supply three phase as well as single phase loads.
« The uGrid source (DERS) interface is via Inertialess Converters.

« The uGrid sources may operate under different control laws. As a
matter of fact, control functions are expected to increase as
manufacturers become more sophisticated.

A multiplicity of alternate operational philosophies.

* Interaction of Controls, Rating/Derating, Voltage Support at PCC,
GenLoad-Frequency Control, Safety, etc.

« Dynamic Interactions - Stability
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uGRD: Unique Characteristics

= Components are modeled in direct phase
guantities without any approximating
assumptions, for example symmetrical
components.

= Provides the capability of handling three wire, four-wire
and five-wire systems

= Provides high fidelity models

= Provides voltages and currents in Neutral wires and
ground wires

. . . 7
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Direct Modeling: Physically Based Models

Example: Three Phase Power Line
Sequence Parameter Model

Physically Based Model IT IS NOT USED
<> 35 | Transmission Line Sequence Networks
A Al Positive Sequence Network All Values in Ohms
Ble | oC1 3.495 +j 5.004
O I O
N1 0.582 - j 121921.3 @ j 0.582 - 121921.3
O O
Negative Sequence Network
3.495 +j 5.004
O I O
38.4 feet | |
0.582 -} 121921.3 ! ! 0.582 - 121921.3
O O
Zero Sequence Network
5.688 +j 11.231
\J 0.948 - j 295626.5 ! ! 0.948 - j 295626.5
S. POLE DISTRIB. LINE (TRIANGLE)/ 12 KV e o

Program WinIGS - Form OHL_REP2
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. The model captures No
Xy N any possible control Simplifying
oV options Assumptions
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Component Model
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Steady State Analysis

Component Model
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Exposure Factor:
More Folks Near a uGrid versus an Electrical Installation

Safety

Issues

*Touch Voltages
«Stray Voltages
(Example)
*GPR

Faults (in uGrid
and Utility)
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Interactions:

Steady State, Dynamic, Stability

« DER Systems Have Their Own Controls

« DER Controls Interact Under Steady State Conditions
(ULGrid Model)

 Multiple DERs on Same Circuit May Interact Dynamically

 New approach: Object Oriented Small Signal Stability

. . . 13
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Generic DC-AC
Converter with
Segregated
Phases
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Small Signal Stability - Eigenvalue Analysis

dx (t)
dt

= AX(t) <> X(t+h)=Dx(t)
Ay < e~

A

a

physical system eigenvalue —matrix A

A4 discrete system eigenvalue —matrix ®
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Small Signal Stability for uGrids

DERS Interfaced with Converters

Approach A:

Compute Transition Matrix,
Compute Eigenvalues of Transition Matrix

Approach B:

Derive Aggregate Quadratic Model,
Compute Steady State Solution

Linearize Model Around Solution
Compute Eigenvalues of Linearized Model

Validation: Comgare Results
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Small Signal Stability Analysis

Approach B

1 cycle ~ Present Time

Construct State Eigenvalue
Transition Matrix Analysis
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Approach B

e Construct the Transition Matrix for Each
Device

e Combine Device Transition Matrices Iinto
Network Transition Matrix

« Extract Eigenvalues of Network Transition
Matrix
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Stability Analysis Case Study

Case Description

Distribution System in Chesterton, Indiana

20
I
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Distribution System In

Chesterton, Indiana

/ Model Includes:

N
/' DUNECHES
S

DUNEAC

o 12 kV Distribution System

 Four Distribution Substations

e 34 and 69 kV Transmission
Lines Terminating at Substations

e Distribution Transformers and
Major Loads

 Four Microturbine DER’s

F!PORTAGE

TBABCOCK69 TSt
SPECLAKE
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Stability Analysis Case Study

Case Descriptions

DER’s
DER DER DER DER#4

Case
B3ase OFF OFF OFF OFF
OFF ON OFF OFF
ON ON OFF OFF
OFF ON ON OFF
4 ON ON ON OFF
5 ON ON ON ON
6 OFF ON ON ON
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Stability Analysis Case Study

Base Case — Discrete System Eigenvalues

Eigenvalue Plot
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Stability Analysis Case Study

Case 2 — 2 DER’S ON - Discrete System Eigenvalues

Eigenvalue Plot
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Stability Analysis Case Study

Case 5 -4 DER’S ON — Discrete System Eigenvalues

Eigenvalue Plot
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Conclusions

e Understanding the dynamic interactions of uGrids will lead to better
designs of interfaces between the utility and the distributed energy
resources.

 The feasibility of constructing an integrated model of the utility system
and DER installations without any approximations was demonstrated.
This model is useful in studying (a) safety issues, (b) protection issues
and (c) the interaction of DERs with the utility system.

 The stability characterization of the integrated utility/distributed energy
resources system exhibits dynamic interactions between
utility/distributed energy resources as well as among distributed energy
resources.

« The controls of the DER interface converter play a very important role in
these dynamic interactions.

« Converter design and controls are usually proprietary. Cooperation with
manufacturers to construct proper interface converters models will
facilitate improved designs.
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